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The client was especially pleased with the low-profile nature 
of the equipment. As the dam wall is open the public, high theft 
risk items such as an automatic total station would require 
costly surveillance. By installing the solar powered gateway on 
the roof of the nearby sluice gatehouse, the entire system was 
kept away from the public eye. 
4.2.3 Railway trackbed: Amey is piling some additional rail 
infrastructure on a raised section of track in Acton Grange, 
Warrington. The SSAAMS project has installed 15  track bed 
FlatMesh triaxial tiltmeter nodes  adjacent to the future piled 
sites.  The nodes will measure the cant and twist of the track. 
Retrospective satellite analysis and ongoing monitoring is 
being undertaken over an extended section of the track to 
provide a further use case for the project. 
4.3 New ground sensor developments 
In situations where it is infeasible to install a tilt beam on a 
structure, e.g. earthworks or delicate structures, it has 
previously been impossible to measure true displacement with 
the FlatMesh platform. In order to remedy this, Senceive 
developed an Optical Displacement Sensor (ODS) which uses 
a laser to measure distance from the node to a target up to a 
range of 150 metres when using a reflective target or 50 metres 
on a natural surface.  
A key aim during the development process was that the sensor 
must be able to detect not only gross movement from a sudden 
failure but also allow monitoring experts to perform failure 
prediction based on trend analysis. The sensor is therefore 
sensitive enough to take readings at a resolution of 0.1mm, 
while maintaining the requirements of being completely 
wireless and a battery life of eight years when taking a sample 
every 30 minutes.  In particular having an optical means of 
measuring displacement creates an opportunity to measure rail 
slew and allows the FlatMesh platform to entirely cover the 
requirements for trackbed monitoring. 
4.4 Optimisation of monitoring schemes 
To ultimately allow an efficient optimisation in relation to the 
installation and manual reading of ground sensors, a better 
understanding of the linkage between surface movements and 
failure mechanisms, as well as the sensitivity of failure 
mechanisms and the variability of the local geology, is sought. 
Finite element modelling of selected case studies will provide 
insight into these questions and allow a better understanding of 
the minimal data requirements for the anticipated findings to 
be applied to the rail and road infrastructure in the UK. 
5. Acknowledgements 
The project is partially grant funded by Innovate UK with 
additional funding provided by the project partners, Amey 
Ltd., Senceive Ltd., Rezatec Ltd. and the School of 
Engineering at the University of Birmingham.  The project is 
also grateful for the support of industry partners Network Rail, 
Highways England and Northumbrian Water for access to sites 
to trial project capabilities.  Latest updates can be accessed at 
https://www.rezatec.com/resources/projects/ssaams/ 
6. References 
Castellazzi P et al. (2016). Land subsidence in major cities of 
Central Mexico: Interpreting InSAR-derived land subsidence 
mapping with hydrogeological data. International Journal of 
Applied Earth Observation and Geoinformation 47: 102-111. 
Costantini M et al. Complementarity of high-resolution 
COSMO-SkyMed and medium-resolution Sentinel-1 SAR 
interferometry: Quantitative analysis of real target 
displacement and 3D positioning measurement precision, and 
potential operational scenarios. Geoscience and Remote 
Sensing Symposium (IGARSS), 2017 IEEE International. 
IEEE, 2017. 
Dalla Via G et al. (2012). Resolving vertical and east‐west 
horizontal motion from differential interferometric synthetic 
aperture radar: The L'Aquila earthquake. Journal of 
Geophysical Research: Solid Earth, 117(B2). 
Ferreti A et al. (2000). Nonlinear subsidence rate estimation 
using permanent scatterers in differential SAR interferometry. 
IEEE Transactions on Geoscience and Remote Sensing 38(5): 
2202-2212. 
Ferretti A et al. (2001). Permanent scatterers in SAR 
interferometry. IEEE Transactions on geoscience and remote 
sensing 39(1): 8-20. 
Gabriel AK et al. (1989). Mapping small elevation changes 
over large areas: differential radar interferometry. Journal of 
Geophysical Research: Solid Earth 94(B7): 9183-9191. 
Maddison S and Smith B (2016) Wireless remote condition 
monitoring opens new monitoring applications in railway 
tunnel deformation and trackbed. Transforming the Future of 
Infrastructure through Smarter Information: Proceedings of 
the International Conference on Smart Infrastructure and 
Construction, 27–29 June 2016: 161-166. 




Singleton A et al. (2014). Evaluating sub-pixel offset 
techniques as an alternative to D-InSAR for monitoring 
episodic landslide movements in vegetated terrain. Remote 
Sensing of Environment 147: 133-144. 
Smethurst JA et al. (2017). Current and future role of 
instrumentation and monitoring in the performance of transport 
infrastructure slopes. Quarterly Journal of Engineering 
Geology and Hydrogeology, 50(3), 271–286.  
Thompson V et al. High risk of unprecedented UK rainfall in 
the current climate. Nature communications 8.1 (2017): 107. 
Torres R et al. GMES Sentinel-1 mission. Remote Sensing of 
Environment 120 (2012): 9-24. 
 
A MODEL FOR LIFECYCLE COST CALCULATION BASED ON 
ASSET HEALTH INDEX 
J. Serra1, A. de la Fuente2, A. Crespo2*, A. Sola, A. Guillén2, E. Candón2 and P. Martínez-Galan3
1Enagás S. A., Madrid, Spain  
2Department of Industrial Management, School of Engineering, University of Seville, Seville, Spain 
3Ingeman, Association for the Development of Maintenance Engineering, Seville, Spain     
* Corresponding author
ABSTRACT During many years, asset management methodologies used in industry were focused on knowing and analysing the operational 
control of the daily work and the impact of the maintenance on the availability. Later, the costs turn into the priority, and strategies were 
focused on assessing a longer lifecycle and optimizing processes and contracts. Finally, recent normative have included concepts as “knowing 
and managing the risks” and the target is to prioritize the maintenance tasks to the critical assets. However, taking a balanced asset management 
model for the operational environment, quite a lot of facilities of Oil&Gas sector are reaching the end of their initially estimated lifecycle. New 
challenges are related to extend the life of the main items of the facilities or at least, to find the optimal replacement moment that guarantees 
that the total expenditure (TOTEX) is being optimized. 
Asset Health Index (AHI) methodology considers a theoretical lifecycle of an item, in which depending on the proximity to the end of the 
useful life, the probability of failure increases. But taking this theoretical lifecycle as a base, different operation location factors or operation 
and maintenance (O&M) aspects can modify this period. All these factors can be quantified and permit us to calculate a new theoretical profile. 
This paper is case study based on the theoretical procedure and methodology proposed in previous literature (i.e. De la Fuente, Candon et al., 
2018) to assess the impact of future failure probabilities of assets on lifecycle cost. The paper shows the impact of the AHI into a profitability 
calculation. AHI has enabled to compare future alternative cost profiles and assess the impact in the failure probability of the item. As a result, 
we have been able to change the maintenance strategy and optimise the TOTEX of an industrial equipment.  
1. Introduction
The target of the paper is to develop a case study assessing the 
impact of the operation and maintenance in the lifecycle of and 
asset, and consequently, in the maintenance strategy. To 
develop it, it is going to be assessed the profitability of the 
investment in a replacement asset process. Traditional 
profitability analysis takes into account standard operational 
expenditures (OPEX) and capital expenditures (CAPEX) 
concepts. However, when these studies are made for long term 
investments or for long time periods, the evolution of these 
costs are simplified to constant values over time. 
Some concepts are easy to calculate because they have a lineal 
or non-variable evolution. If the asset technology is well 
known, electricity consumption or CO2 emission is a direct 
calculation. On the other hand, costs derived from the ageing 
of the assets as corrective maintenance are not easy to calculate 
and the methodology proposed supports in this aspect. 
AHI provides an objective technical methodology to estimate 
the lifecycle bend and, in consequence, maintenance cost 
profiles in the future. This estimation enable us to use 
reliability index as availability in the investment study. 
CAPEX and OPEX have been traditionally used separately 
because were focused on specific targets; CAPEX for making 
the best investment, and OPEX for reaching operational 
efficiency. However, the methodology proposed is centred on 
TOTEX and look for the effectiveness of the asset management 
in long term results. 
2. Scope
2.1 Definition 
An Underground Storage of Natural Gas is used to store 
Natural Gas (NG) in low consumption periods (e.g. summer) 
and be able to use it in consumption peaks (e.g. winter). In the 
extraction process, NG flows mixed with water and other 
condensed products which are taken from the ground. To avoid 
mixing these products with the Gas Transport Grid, it is 
necessary to cool the gas. Water and impurities get condensed 
and can be eliminated. After that, NG get the right levels of 
water and hydrocarbons required by the law. 
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Figure 1 Basic system diagram 
 
NG is cooled by two refrigeration lines whose refrigerant fluid 
is ammonia. This fluid must be compressed to maintain the 
heat exchange with NG. Three compressors are used for this 
process. These compressors are actuated for three motors of 
different technologies. Two NG motors used for compressors 
of line A and Line B, and a third electric compressor that can 
operate for both lines. The basic system diagram is shown in 
Figure 1. 
As a result of the experience of the staff of the facility operating 
and maintaining the motors, it is proposed to change one of the 
NG motors for an electric one. It will avoid the CO2 emitted in 
the NG combustion and will optimise OPEX during the 
lifecycle of the item.  
The target of the paper is to calculate the profitability analysis 
of the change, assessing the impact of the Health Index of the 
motors in the operation and maintenance costs. This 
methodology allows to estimate the impact of the ageing of an 
asset during the lifecycle.  
2.2 Operation scenarios 
According to the configuration of the system, electric 
compressor (EM-C) was used just as a backup of the NG ones.  
As a result of the benefits of using the electrical motor the last 
year, the operating process time was divided at 50% for the 
electrical one and 50% for NG ones (25% for each one) as 
shown in Figure 2. 
Figure 2 Current Operational mode 
 
To maximize the benefits of the investment, the calculation is 
not only going to be based on the change of technology (GM-
A for EM-D) but on the change of the operational mode. The 
scenario proposed uses electrical motors as main equipment, 
letting the NG one as backup. It implies that actual EM-C will 
work 50% of the time, and preferably on line B. On the other 
hand, the new EM-D will be used the other 50% of the time, 
and can only work on line A.  The new scenario is shown on 
Figure 3. 
Figure 3 Proposal of new operational mode 
 
This proposal has several benefits that are going to have impact 
in the payback of the investment: 
• Improving the energy efficiency; electrical motors has 
better efficiency rates during the operation so it is 
assumed to be an optimised use of energy. 
• Decreasing CO2 emissions; avoiding the use of NG 
as energy for the NG motors can decrease 
significantly emissions of gases derived of 
combustion process. 
• Increasing reliability of the facility; failure rates of 
electric motors are significantly lower than NG ones. 
This factor increases the availability level of the 
facility. 
• Optimising maintenance costs; electric motors does 
not require overhauls, so the scheduled availability 
increases against NG motors. 
• Decrease the criticality of the asset; according to the 
criticality analysis, (Crespo et al. 2016), (Serra, 
Crespo & Sola 2018) NG Motors are more critical 
because of the environmental care impact. The change 
of technology decrease the criticality of the asset, and 
consequently provides the facility more flexibility in 
maintenance plans optimising processes.  
3. Asset Health Index Calculation 
AHI represents a practical methodology to quantify the general 
health of a complex asset. (De la Fuente, Gonzalez-Prida et al. 
2018). The methodology is used to provide a mathematical 
base for supporting maintenance and replacement strategies. 
The index represent the asset conditioned based on a semi 
quantitative assessment of the factors that impact in the 
lifecycle of an item. With the assessment of the impact of the 
factors, we can use the results of operational observations, field 
inspections and laboratory tests, to simulate the lifecycle of an 
asset (Naderian et al. 2008).  This estimation must help to know 
the future condition, and consequently the costs derived from 
the operation and maintenance.  
In this case, the methodology is going to be applied in the NG 
motor (GM-A). It is supposed that the electrical one is a new 




not going to be relevant, so is not going to have impact into the 
global maintenance costs. 
3.1 Background 
AHI is used as is proposed by the UK DNO Common Network 
Asset Indices Methodology (UK DNO, 2017). AHI is 
considered as a dimensionless number between 0.5 (which 
corresponds to its status or condition as new equipment) and 
the value of 10 (corresponding to the condition of the 
equipment at the end of its useful life). The behaviour pattern 
of the AHI, is supposed to be exponential along the age of the 
asset. The Figure 4 shows the different five sections into which 
the health index of the asset is divided. 
Figure 4 Asset Health Index Banding 
 
For every range, a specific behavior of the item is expected. 
The HI1 range comprised 0.5≤AHI≤4 values; for which the 
behavior of the equipment is assumed to resemble as new 
equipment. The HI2 range considers AHI values within the 
interval 4<AHI≤6 and corresponds to the period of time when 
the first signs of deterioration begin to appear in the equipment. 
In this range, the value corresponding to AHI=5.5, is assumed 
to be the health index value equivalent to the normal life 
expected for the equipment category. From this point, three 
intervals are considered in the methodology: HI3, HI4 and HI5 
as the AHI exceeds the values of 6, 7 and 8 respectively. The 
methodology assumes that exceeded the value of AHI=8, the 
equipment is at the end of its useful life. 
3.2 Procedure 
The methodology followed in this paper is based on a 
procedure consisting in five consecutive steps (De la Fuente, 
Candón et al. 2018). It has been taken as reference because is 
a specific adaptation of the standard methodology to Oil and 
Gas equipment. Taking the theoretical estimated normal life 
based on the provider information and associate with a specific 
equipment category, several factors update this expected life. 
Every aspect related with the asset condition is taken into 
account and used in the methodology. This procedure is 
presented in Figure 5. 










































Using the theoretical procedure proposed (De la Fuente, 
Candón et al. 2018), the practical application is going to be 
explained with the case study of NG motor (GM-A) following 
the five steps define previously. 
3.2.1 Asset selection and category definition: In this first step, 
the identification of the asset and all the information regarding 
its functional location is addressed. According to ISO 14224 
the asset is included in rotating equipment category and the 
equipment class is known as “electric motors”. 
3.2.2 Evaluation of the impact of location and load factors: 
Once all the information in the previous point has been 
compiled, the location and loading factors are evaluated. This 
step will quantify the impact of the specific place of the asset, 
and the load conditions derived of it, into the expected life.  
To calculate location factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿), reference standards as DNO 
common network asset indices methodology proposes 
collections of factors, but these must be adapted to the type of 
facility and operational process. Location factors proposed for 
Underground Gas Storage are defined in Table 1, Table 2 and 
Table 3. The range and the value of the factors have been 
defined based on the experience and knowledge of the staff of 
the facility. The range that applies for GM-A is marked in grey.  
Table 1 Location Factor; Distance to coast 
Distance to coast (km) Factor Value 
 
0 Km – 1 Km  1 
1 Km – 5 Km 1.05 
5 Km – 10 Km 1.1 
10 Km – 20 Km 1.15 
> 20 Km 1.2 
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Table 2 Location Factor; Outside Temperature 
Temperature (ºC) Factor Value 
 
0 ºC – 10 ºC 1 
10 ºC – 20 ºC 1.1 
20 ºC – 30 ºC  1.2 
> 30 ºC 1.3 
 
Table 3 Location Factor; Height above sea level  
Height  (m) Factor Value 
 
0  – 500 1 
500  –  1000 1.1 
1000 – 2000  1.2 
> 2000 1.3 
 
If there are several parameters that impacts in location factor 
calculation, the methodology defines that  
𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿 = 𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚(𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿1,𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿2,𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿)                                                 (1) 
In this case, the first location factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿1) is distance to coast 
and the facility is off-shore, so the distance is 0 km and the 
factor value is 1. The second factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿2) is outside 
temperature. The average value is 21ºC throughout the year so 
the factor value according to the Table 2 is 1.1. Finally, the 
height above sea also conditioned the expected life of the asset. 
In this case the facility is at sea level and the factor value is 1. 
As a consequence, the Location Factor is 1.1 as shown in 
equation 2: 
𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿 = 𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚(1,1.1,1)                                                                  (2) 
To calculate load factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿) it is necessary to measure the load 
requested during operation in the specific location against the 
maximum admissible load measured during the start-up 




                                                              (3) 
After running test, the load measure for nominal conditions is 
90% of maximum admissible. In this case, the load factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿) 
is 0,9. According to the methodology we can now calculate a 
new estimate life as a result of the equation 
𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸 𝑙𝑙𝑙𝑙𝐸𝐸𝐸𝐸𝑓𝑓𝑓𝑓𝐸𝐸𝐸𝐸 = 𝑁𝑁𝑁𝑁𝐿𝐿𝐿𝐿𝑛𝑛𝑛𝑛𝑛𝑛𝑛𝑛𝐿𝐿𝐿𝐿𝑛𝑛𝑛𝑛 𝑛𝑛𝑛𝑛𝑐𝑐𝑐𝑐𝑙𝑙𝑙𝑙𝑎𝑎𝑎𝑎
𝐹𝐹𝐹𝐹𝑇𝑇𝑇𝑇𝑇𝑇𝑇𝑇 × 𝐹𝐹𝐹𝐹𝑇𝑇𝑇𝑇
                                              (4) 
The normal life defined by the provider is 25000 hours. It is 
the operation time until the overhaul must be done. 
Consequently, is the expected life noted by the provider in 
which the failure rate is the standard one, so the AHI is under 
5.5. 
According to the evaluation of the impact and the location, the 
estimated life is higher and is expected to be under the standard 
failure rate until 25253 operation hours. 
3.2.3 Calculation of the aging rate: A fundamental hypothesis 
of the chosen methodology is that the aging of an asset has an 
exponential behaviour with respect to its age. This aging can 
be calculated through the parameter aging rate, and permit us 
to use this rate for express mathematically the behaviour of 
failure rate during the lifecycle.  






                                                                 (5) 
Where: 
𝛽𝛽𝛽𝛽  = Aging rate. 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛𝑎𝑎𝑎𝑎𝑛𝑛𝑛𝑛  = 0.5 Health index corresponding to a new asset; 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑎𝑎𝑎𝑎𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑛𝑛𝑛𝑛𝐿𝐿𝐿𝐿𝑐𝑐𝑐𝑐𝑎𝑎𝑎𝑎𝐿𝐿𝐿𝐿 𝑛𝑛𝑛𝑛𝑐𝑐𝑐𝑐𝑙𝑙𝑙𝑙𝑎𝑎𝑎𝑎  = 5.5 Health index corresponding to an asset 
arriving to its estimated life; 
3.2.4 Obtaining the Initial Health Index: After calculating the 
aging rate, we are able to obtain the Initial Health Index. This 
new Index represents an adaptation of the theoretical provider 
expected life into a new real expected life condition by the 
specific installation place (defined by location factors) and 
with a specific load condition (defined by the load factor). As 
a result, we obtain a graphical result shown in Figure 6. 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑐𝑐𝑐𝑐 = 𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛𝐸𝐸𝐸𝐸𝑛𝑛𝑛𝑛𝑚𝑚𝑚𝑚𝐸𝐸𝐸𝐸𝛽𝛽𝛽𝛽𝑐𝑐𝑐𝑐                                                                (6) 
Where: 
𝐸𝐸𝐸𝐸  = the current age of the asset (in units of time) 
Figure 6 Initial Health Index 
 
 
3.2.5 Calculation of the Real Health Index: In the last step, the 
aging of the asset can be increased or decreased by other 
modifiers that conditioned the operation and the maintenance. 
These factors are divided into three categories; reliability, load 
and healthy modifiers.  
Reliability modifiers are shown in Table 4, Table 5 and Table 











Table 4 Reliability Modifier; Inactivity Operating Time 
Inactivity (%) Modifier Value 
 
  0 % – 50 %  1 
50 % – 75 % 1.05 
75 % – 100 % 1.1 
 
Table 5 Reliability Modifier; Provider 
Provider (average reliabity) Modifier Value 
 
Under range average providers 1.05 
Into range average providers 1 
Upper range average providers 1.05 
 
Table 6 Reliability Modifier; Overhauls number 






The healthy modifier is shown in Table 7 and quantify the 
impact of the specific operation parameter into the lifecycle of 
the asset. In this case the continuous start-ups of the machine: 
Table 7 Health Modifier; Number of start-ups 
Start-ups (number) Modifier Value 
 
< 40 1 
40 < x < 80 1.2 
80 < x < 120 1.4 
> 120 1.6 
 
Finally, operating an asset out of load range can modify the 
expected life, and it must be represented by AHI. In this case it 
is represented in load modifier (Table 8). 
Table 8 Load Modifier; Operating Load 
Average Operation Load  Modifier Value 
 
Into the recommended range 1 
0% < X < 15% out of range 1.3 
15% < X < 30% out of range 1.5 
 
The result of the process is shown in Figure 7 and includes the 
comparison between the initial health index and the current 
health index. 
Figure 7 HI initial vs HI real 
Having defined all the parameters, and calculated all the 
factors, we can finally obtain the Real Health Index(𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻r). This 
value shows the most objective estimation of the age of an 




 𝑚𝑚𝑚𝑚 𝑀𝑀𝑀𝑀𝐻𝐻𝐻𝐻 𝑚𝑚𝑚𝑚 𝑀𝑀𝑀𝑀𝑅𝑅𝑅𝑅                                               (7) 
Where: 
𝑀𝑀𝑀𝑀𝐿𝐿𝐿𝐿  = Load Modifier 
𝑀𝑀𝑀𝑀𝐻𝐻𝐻𝐻 = Healthy Modifier 
𝑀𝑀𝑀𝑀𝑅𝑅𝑅𝑅  = Reliability Modifier 
 
3.3 AHI Results 
Depending on the design of the model, and the values of the 
modifiers, the Health Index, and consequently, the lifecycle, 
can be increased or decreased against the theoretical proposed 
by the provider. These results can be used as a base for 
management decisions (Table 9). Knowing the factors that 
impact in the health and calculating the HI, allow us to prevent 
premature aging and advance maintenance tasks. On the other 
hand, it also allows us to optimise operation and extending the 
life of the asset. With this information, we can adjust the 
maintenance plan and optimise the OPEX. 
The results of the AHI calculated for motor (GM-A) shows 
that, because of the operation mode of the motor, its lifecycle 
is being shortened. According to the Health Index, the overhaul 
must be made in advance of at least two years. The Health 
Index in 2019 will reach 5.5, which is the moment when the 
failure rate can increase and consequently, impact into the 
reliability of the asset. This overhaul in advance, causes that in 
the period used for profitability calculation (15 years) two 
overhauls must be made instead of one. This change impacts 
directly in the economical result. 
  





Table 2 Location Factor; Outside Temperature 
Temperature (ºC) Factor Value 
 
0 ºC – 10 ºC 1 
10 ºC – 20 ºC 1.1 
20 ºC – 30 ºC  1.2 
> 30 ºC 1.3 
 
Table 3 Location Factor; Height above sea level  
Height  (m) Factor Value 
 
0  – 500 1 
500  –  1000 1.1 
1000 – 2000  1.2 
> 2000 1.3 
 
If there are several parameters that impacts in location factor 
calculation, the methodology defines that  
𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿 = 𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚(𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿1,𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿2,𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿)                                                 (1) 
In this case, the first location factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿1) is distance to coast 
and the facility is off-shore, so the distance is 0 km and the 
factor value is 1. The second factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿2) is outside 
temperature. The average value is 21ºC throughout the year so 
the factor value according to the Table 2 is 1.1. Finally, the 
height above sea also conditioned the expected life of the asset. 
In this case the facility is at sea level and the factor value is 1. 
As a consequence, the Location Factor is 1.1 as shown in 
equation 2: 
𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿 = 𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚(1,1.1,1)                                                                  (2) 
To calculate load factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿) it is necessary to measure the load 
requested during operation in the specific location against the 
maximum admissible load measured during the start-up 




                                                              (3) 
After running test, the load measure for nominal conditions is 
90% of maximum admissible. In this case, the load factor (𝐹𝐹𝐹𝐹𝐿𝐿𝐿𝐿) 
is 0,9. According to the methodology we can now calculate a 
new estimate life as a result of the equation 
𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝑚𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸𝐸 𝑙𝑙𝑙𝑙𝐸𝐸𝐸𝐸𝑓𝑓𝑓𝑓𝐸𝐸𝐸𝐸 = 𝑁𝑁𝑁𝑁𝐿𝐿𝐿𝐿𝑛𝑛𝑛𝑛𝑛𝑛𝑛𝑛𝐿𝐿𝐿𝐿𝑛𝑛𝑛𝑛 𝑛𝑛𝑛𝑛𝑐𝑐𝑐𝑐𝑙𝑙𝑙𝑙𝑎𝑎𝑎𝑎
𝐹𝐹𝐹𝐹𝑇𝑇𝑇𝑇𝑇𝑇𝑇𝑇 × 𝐹𝐹𝐹𝐹𝑇𝑇𝑇𝑇
                                              (4) 
The normal life defined by the provider is 25000 hours. It is 
the operation time until the overhaul must be done. 
Consequently, is the expected life noted by the provider in 
which the failure rate is the standard one, so the AHI is under 
5.5. 
According to the evaluation of the impact and the location, the 
estimated life is higher and is expected to be under the standard 
failure rate until 25253 operation hours. 
3.2.3 Calculation of the aging rate: A fundamental hypothesis 
of the chosen methodology is that the aging of an asset has an 
exponential behaviour with respect to its age. This aging can 
be calculated through the parameter aging rate, and permit us 
to use this rate for express mathematically the behaviour of 
failure rate during the lifecycle.  






                                                                 (5) 
Where: 
𝛽𝛽𝛽𝛽  = Aging rate. 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛𝑎𝑎𝑎𝑎𝑛𝑛𝑛𝑛  = 0.5 Health index corresponding to a new asset; 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑎𝑎𝑎𝑎𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑛𝑛𝑛𝑛𝐿𝐿𝐿𝐿𝑐𝑐𝑐𝑐𝑎𝑎𝑎𝑎𝐿𝐿𝐿𝐿 𝑛𝑛𝑛𝑛𝑐𝑐𝑐𝑐𝑙𝑙𝑙𝑙𝑎𝑎𝑎𝑎  = 5.5 Health index corresponding to an asset 
arriving to its estimated life; 
3.2.4 Obtaining the Initial Health Index: After calculating the 
aging rate, we are able to obtain the Initial Health Index. This 
new Index represents an adaptation of the theoretical provider 
expected life into a new real expected life condition by the 
specific installation place (defined by location factors) and 
with a specific load condition (defined by the load factor). As 
a result, we obtain a graphical result shown in Figure 6. 
𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑐𝑐𝑐𝑐 = 𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛𝐸𝐸𝐸𝐸𝑛𝑛𝑛𝑛𝑚𝑚𝑚𝑚𝐸𝐸𝐸𝐸𝛽𝛽𝛽𝛽𝑐𝑐𝑐𝑐                                                                (6) 
Where: 
𝐸𝐸𝐸𝐸  = the current age of the asset (in units of time) 
Figure 6 Initial Health Index 
 
 
3.2.5 Calculation of the Real Health Index: In the last step, the 
aging of the asset can be increased or decreased by other 
modifiers that conditioned the operation and the maintenance. 
These factors are divided into three categories; reliability, load 
and healthy modifiers.  
Reliability modifiers are shown in Table 4, Table 5 and Table 











Table 4 Reliability Modifier; Inactivity Operating Time 
Inactivity (%) Modifier Value 
 
  0 % – 50 %  1 
50 % – 75 % 1.05 
75 % – 100 % 1.1 
 
Table 5 Reliability Modifier; Provider 
Provider (average reliabity) Modifier Value 
 
Under range average providers 1.05 
Into range average providers 1 
Upper range average providers 1.05 
 
Table 6 Reliability Modifier; Overhauls number 






The healthy modifier is shown in Table 7 and quantify the 
impact of the specific operation parameter into the lifecycle of 
the asset. In this case the continuous start-ups of the machine: 
Table 7 Health Modifier; Number of start-ups 
Start-ups (number) Modifier Value 
 
< 40 1 
40 < x < 80 1.2 
80 < x < 120 1.4 
> 120 1.6 
 
Finally, operating an asset out of load range can modify the 
expected life, and it must be represented by AHI. In this case it 
is represented in load modifier (Table 8). 
Table 8 Load Modifier; Operating Load 
Average Operation Load  Modifier Value 
 
Into the recommended range 1 
0% < X < 15% out of range 1.3 
15% < X < 30% out of range 1.5 
 
The result of the process is shown in Figure 7 and includes the 
comparison between the initial health index and the current 
health index. 
Figure 7 HI initial vs HI real 
Having defined all the parameters, and calculated all the 
factors, we can finally obtain the Real Health Index(𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻r). This 
value shows the most objective estimation of the age of an 




 𝑚𝑚𝑚𝑚 𝑀𝑀𝑀𝑀𝐻𝐻𝐻𝐻 𝑚𝑚𝑚𝑚 𝑀𝑀𝑀𝑀𝑅𝑅𝑅𝑅                                               (7) 
Where: 
𝑀𝑀𝑀𝑀𝐿𝐿𝐿𝐿  = Load Modifier 
𝑀𝑀𝑀𝑀𝐻𝐻𝐻𝐻 = Healthy Modifier 
𝑀𝑀𝑀𝑀𝑅𝑅𝑅𝑅  = Reliability Modifier 
 
3.3 AHI Results 
Depending on the design of the model, and the values of the 
modifiers, the Health Index, and consequently, the lifecycle, 
can be increased or decreased against the theoretical proposed 
by the provider. These results can be used as a base for 
management decisions (Table 9). Knowing the factors that 
impact in the health and calculating the HI, allow us to prevent 
premature aging and advance maintenance tasks. On the other 
hand, it also allows us to optimise operation and extending the 
life of the asset. With this information, we can adjust the 
maintenance plan and optimise the OPEX. 
The results of the AHI calculated for motor (GM-A) shows 
that, because of the operation mode of the motor, its lifecycle 
is being shortened. According to the Health Index, the overhaul 
must be made in advance of at least two years. The Health 
Index in 2019 will reach 5.5, which is the moment when the 
failure rate can increase and consequently, impact into the 
reliability of the asset. This overhaul in advance, causes that in 
the period used for profitability calculation (15 years) two 
overhauls must be made instead of one. This change impacts 
directly in the economical result. 
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Table 9 Load Modifier; Operating Load 
AHI Condition Expected lifetime Requirements 
 
0.5 - 4 Very good >5 years Normal maintenance 
4 – 5.5 Good > 4 years Normal maintenance 
6 - 7 Fair 2 – 3 years Increase diagnostic  
7 - 8 Poor < 2 years Planning replacing 
8 - 10 Very poor End of life Immediately replace  
 
4. Profitability Calculation 
4.1 Considerations 
To analyse the impact of the lifecycle maintenance cost of the 
motors into the profitability calculation, Internal Rate of 
Return (IRR) has been used as the main indicator to assess the 
benefits of the investment. To simplify the analysis and avoid 
unnecessary data, there have not been included all parameters 
that do not change between the scenarios that are going to be 
compared (replacing GM-A by EM-D or keeping it on GM-A).  
4.1.1 Operational considerations: the operation parameters 
considered for the investment assessment are the energy 
consumption of the motors (NG for GM-A and GM-B or 
electricity for EM-C and EM-D) and the CO2 emitted in the 
NG combustion.  
The operation scenario has been defined previously. To 
maximize the hypothetical benefits of the replacement, the 
proposal is not just to change the motors but to use electrical 
ones as the main equipment and leave the second NG motor 
(GM-B) as backup item. As a consequence, it is necessary to 
consider not just the energy savings of GM-A, but adding GM-
B. In the assessment we have consider a 90% of operational 
savings in GM-B. 10% of the operation time is maintained, 
considering the hypothetical backup operation of the motor, 
and the time used for periodical maintenance start-ups. 
According to the previous consideration, CO2 emissions have 
been calculated estimating a total saving of GM-A emissions 
and a 90% of GM-B emissions.  
4.1.2 Maintenance considerations: maintenance costs have 
been simplified into two concepts to simplify the assessment. 
Firstly, the general maintenance costs which includes 
periodical preventive maintenance and standard corrective 
maintenance (derived from the average failure rate). Based on 
AHI value, asset condition is supposed to be under 5.5, so 
corrective standard costs are fixed during the lifecycle. 
Secondly, the overhaul, which includes the major maintenance 
if it is required. In this case, this overhaul is just necessary for 
NG motors, and this factor is going to be critical in the 
calculation of profitability. Overtaking or delaying overhauls 
has a direct impact in the costs of the lifecycle. 
4.1.3 Price considerations: To complete the analysis, it is 
necessary to take parameter prices as reference. All prices has 
been estimated with the recommendation of the specifics 
specialist departments of the company. However, for the 
business profitability calculation, parameters as CO2 ton or 
electricity has very variable prices and the margin of 
uncertainty is important. In this case, for the theoretical 
demonstration of the impact in the lifecycle, these prices have 
been considered fixed. The price used for electricity is 
0,07€/kWh and for CO2 is 9,55€/Ton. The IRR calculation 
requires also use specific economical parameters. The three 
economic factors considered have been; the discount rate 
(25%), the increase of consumer price index (2%) and the 
investment amortization period (15 years) 
4.1.4 Investment considerations: To complete the comparison 
of the changing of the motor, it is necessary to include the costs 
needed for the installation of the new asset. In this concept are 
included all the costs; the asset, works necessaries for the 
installation, facility adaptation to new asset, engineering work 
hours, disassembly old equipment and control system 
modification. The value or these costs is 340k€.  
4.2 Calculation of Internal Rate of Return 
To approve investment proposals, companies requires a clear 
profitability value. The key performance indicator to assess 
this viability is the Internal Rate of Return. The value required 
depends on the company. In most cases, no investment is 
approved with values lower than 6% (a standard value of the 
Return Rate just for investing in the bank). The higher the IRR, 
the greater the probability the investment was approved. 
To analyse the IRR, a standard spreadsheet has been used. 
Costs savings derived from the replacement of NG motor has 
been considered with positive value. In Table 10 are detailed 
direct costs of operation and maintenance of GM-A which are 
going to be eliminated because of the replacement: 
Table 10 Cost Savings; GM-A 
Concept Asset Value (k€) Periodicity 
 
Overhaul GM-A 140 25.000 h 
Maintenance GM-A 10 Annual 
Natural Gas GM-A 30 Annual 
CO2 emissions GM-A 1,83 Annual 
 
As it has been explained previously, it is also considered the 
savings derived from the operational change mode. It implies 
a 90% reduction of annual costs, and not taking into account a 
hypothetical overhaul of GM-B, because the operational hours 
will not reach 25.000 hours during the investment calculation. 





Table 11 Cost Savings; GM-B 
Concept Asset Value (k€) Periodicity 
 
Overhaul GM-B 140 Not used 
Maintenance GM-B 9  Annual 
Natural Gas GM-B 27 Annual 
CO2 emissions GM-B 1,65 Annual 
 
New costs derived from the installation of the EM-D, has been 
considered in the spreadsheet with negative value and are 
detailed in Table 12. 
Table 12 Cost Increase 
Concept Asset Value (k€) Periodicity 
 
Overhaul EM EM-D 0 Not applied 
Maintenance EM-D 4 Annual 
Electricity EM-D 50 Annual 
 
4.2.1 Calculation without AHI: If the assessment was done 
without including AHI concept, the calculation was normal. 
The only singular point would be to estimate when is going to 
be the overhaul done. Assuming annual operation hours 
defined in the base case, there will be necessary just one 
overhaul during the lifecycle of the investment (15 years) 
which might be done in the fifth year of the cycle (according 
to the actual situation of the asset). Using standard data into the 
spreadsheet and with the considerations defined along the 
paper, the IRR will be 7.54%. Figure 8 represents a simplified 
image of the spreadsheet. It includes the first year (moment of 
the hypothetical investment), the second year (that is the 
example for the rest the years) and the year where the overhaul 
is going to be executed.  
Figure 8 IRR spreadsheet without HI 
 
4.2.2 Calculation with AHI: When the assessment is done 
taking into account AHI, some key aspects change 
significantly. The curve that represents 𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛(Figure 7) 
demonstrate that the asset condition is worse than expected for 
current working hours. The factor that have more influence in 
the wear and tear is the healthy modifier. It results in major 
maintenance being advanced four years. Even a second 
overhaul must be done into the analysis period. With these data 
included in the spreadsheet (Figure 9), IRR changes 
significantly, increasing the value until 10,56%. 
Figure 9 IRR spreadsheet with HI 
 
5. Conclusion 
The use of the methodology of AHI for the profitability 
calculation has had a deep impact. It has conditioned 
significantly the maintenance strategy during the lifecycle of 
the investment.  
It is not only the final 4% of difference in the IRR between the 
calculations without AHI against the one with AHI. The reason 
that make the investment more realistic, is the knowledge of 
the real status of the asset. This knowledge enables us to turn a 
subjective assessment of asset condition into a mathematical 
calculation  
The application of the methodology allows us to know that the 
operational mode of the Gas Motor has decreased significantly 
its lifecycle. Assuming the information given by the provider, 
it could be possible to reach 25.000 operation hours. And this 
scenario is not necessaryly wrong. The AHI allow us to 
determine the risk that it is being assumed by waiting until the 
overhaul. Or even if it is possible, to advance this major 
maintenance, ensuring that the asset condition is good enough.  
In a business profitability assessment, non-lineal costs are the 
values most difficult to estimate. Especially when the asset is 
reaching the end of the useful life, it is difficult to quantify the 
increase of the costs derived from the wear and tear. 
Finally, is also important to remark that one of the most 
valuable aspects of a semi quantitative methodology, is the 
knowledge management. In this paper all the parameters of the 
procedure (modifiers, factors…) are assumed. But the process 
of obtaining the necessary agreements by the specialist, implies 
to sharing the knowledge, and recording deliverables. For 
companies with specialists with more than 40 years, and 
consequently, close to retire, it is essential to keep the 
knowledge of these staff and ensure that their experience is 
going to be maintained in the company.  





Table 9 Load Modifier; Operating Load 
AHI Condition Expected lifetime Requirements 
 
0.5 - 4 Very good >5 years Normal maintenance 
4 – 5.5 Good > 4 years Normal maintenance 
6 - 7 Fair 2 – 3 years Increase diagnostic  
7 - 8 Poor < 2 years Planning replacing 
8 - 10 Very poor End of life Immediately replace  
 
4. Profitability Calculation 
4.1 Considerations 
To analyse the impact of the lifecycle maintenance cost of the 
motors into the profitability calculation, Internal Rate of 
Return (IRR) has been used as the main indicator to assess the 
benefits of the investment. To simplify the analysis and avoid 
unnecessary data, there have not been included all parameters 
that do not change between the scenarios that are going to be 
compared (replacing GM-A by EM-D or keeping it on GM-A).  
4.1.1 Operational considerations: the operation parameters 
considered for the investment assessment are the energy 
consumption of the motors (NG for GM-A and GM-B or 
electricity for EM-C and EM-D) and the CO2 emitted in the 
NG combustion.  
The operation scenario has been defined previously. To 
maximize the hypothetical benefits of the replacement, the 
proposal is not just to change the motors but to use electrical 
ones as the main equipment and leave the second NG motor 
(GM-B) as backup item. As a consequence, it is necessary to 
consider not just the energy savings of GM-A, but adding GM-
B. In the assessment we have consider a 90% of operational 
savings in GM-B. 10% of the operation time is maintained, 
considering the hypothetical backup operation of the motor, 
and the time used for periodical maintenance start-ups. 
According to the previous consideration, CO2 emissions have 
been calculated estimating a total saving of GM-A emissions 
and a 90% of GM-B emissions.  
4.1.2 Maintenance considerations: maintenance costs have 
been simplified into two concepts to simplify the assessment. 
Firstly, the general maintenance costs which includes 
periodical preventive maintenance and standard corrective 
maintenance (derived from the average failure rate). Based on 
AHI value, asset condition is supposed to be under 5.5, so 
corrective standard costs are fixed during the lifecycle. 
Secondly, the overhaul, which includes the major maintenance 
if it is required. In this case, this overhaul is just necessary for 
NG motors, and this factor is going to be critical in the 
calculation of profitability. Overtaking or delaying overhauls 
has a direct impact in the costs of the lifecycle. 
4.1.3 Price considerations: To complete the analysis, it is 
necessary to take parameter prices as reference. All prices has 
been estimated with the recommendation of the specifics 
specialist departments of the company. However, for the 
business profitability calculation, parameters as CO2 ton or 
electricity has very variable prices and the margin of 
uncertainty is important. In this case, for the theoretical 
demonstration of the impact in the lifecycle, these prices have 
been considered fixed. The price used for electricity is 
0,07€/kWh and for CO2 is 9,55€/Ton. The IRR calculation 
requires also use specific economical parameters. The three 
economic factors considered have been; the discount rate 
(25%), the increase of consumer price index (2%) and the 
investment amortization period (15 years) 
4.1.4 Investment considerations: To complete the comparison 
of the changing of the motor, it is necessary to include the costs 
needed for the installation of the new asset. In this concept are 
included all the costs; the asset, works necessaries for the 
installation, facility adaptation to new asset, engineering work 
hours, disassembly old equipment and control system 
modification. The value or these costs is 340k€.  
4.2 Calculation of Internal Rate of Return 
To approve investment proposals, companies requires a clear 
profitability value. The key performance indicator to assess 
this viability is the Internal Rate of Return. The value required 
depends on the company. In most cases, no investment is 
approved with values lower than 6% (a standard value of the 
Return Rate just for investing in the bank). The higher the IRR, 
the greater the probability the investment was approved. 
To analyse the IRR, a standard spreadsheet has been used. 
Costs savings derived from the replacement of NG motor has 
been considered with positive value. In Table 10 are detailed 
direct costs of operation and maintenance of GM-A which are 
going to be eliminated because of the replacement: 
Table 10 Cost Savings; GM-A 
Concept Asset Value (k€) Periodicity 
 
Overhaul GM-A 140 25.000 h 
Maintenance GM-A 10 Annual 
Natural Gas GM-A 30 Annual 
CO2 emissions GM-A 1,83 Annual 
 
As it has been explained previously, it is also considered the 
savings derived from the operational change mode. It implies 
a 90% reduction of annual costs, and not taking into account a 
hypothetical overhaul of GM-B, because the operational hours 
will not reach 25.000 hours during the investment calculation. 





Table 11 Cost Savings; GM-B 
Concept Asset Value (k€) Periodicity 
 
Overhaul GM-B 140 Not used 
Maintenance GM-B 9  Annual 
Natural Gas GM-B 27 Annual 
CO2 emissions GM-B 1,65 Annual 
 
New costs derived from the installation of the EM-D, has been 
considered in the spreadsheet with negative value and are 
detailed in Table 12. 
Table 12 Cost Increase 
Concept Asset Value (k€) Periodicity 
 
Overhaul EM EM-D 0 Not applied 
Maintenance EM-D 4 Annual 
Electricity EM-D 50 Annual 
 
4.2.1 Calculation without AHI: If the assessment was done 
without including AHI concept, the calculation was normal. 
The only singular point would be to estimate when is going to 
be the overhaul done. Assuming annual operation hours 
defined in the base case, there will be necessary just one 
overhaul during the lifecycle of the investment (15 years) 
which might be done in the fifth year of the cycle (according 
to the actual situation of the asset). Using standard data into the 
spreadsheet and with the considerations defined along the 
paper, the IRR will be 7.54%. Figure 8 represents a simplified 
image of the spreadsheet. It includes the first year (moment of 
the hypothetical investment), the second year (that is the 
example for the rest the years) and the year where the overhaul 
is going to be executed.  
Figure 8 IRR spreadsheet without HI 
 
4.2.2 Calculation with AHI: When the assessment is done 
taking into account AHI, some key aspects change 
significantly. The curve that represents 𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝐻𝑛𝑛𝑛𝑛(Figure 7) 
demonstrate that the asset condition is worse than expected for 
current working hours. The factor that have more influence in 
the wear and tear is the healthy modifier. It results in major 
maintenance being advanced four years. Even a second 
overhaul must be done into the analysis period. With these data 
included in the spreadsheet (Figure 9), IRR changes 
significantly, increasing the value until 10,56%. 
Figure 9 IRR spreadsheet with HI 
 
5. Conclusion 
The use of the methodology of AHI for the profitability 
calculation has had a deep impact. It has conditioned 
significantly the maintenance strategy during the lifecycle of 
the investment.  
It is not only the final 4% of difference in the IRR between the 
calculations without AHI against the one with AHI. The reason 
that make the investment more realistic, is the knowledge of 
the real status of the asset. This knowledge enables us to turn a 
subjective assessment of asset condition into a mathematical 
calculation  
The application of the methodology allows us to know that the 
operational mode of the Gas Motor has decreased significantly 
its lifecycle. Assuming the information given by the provider, 
it could be possible to reach 25.000 operation hours. And this 
scenario is not necessaryly wrong. The AHI allow us to 
determine the risk that it is being assumed by waiting until the 
overhaul. Or even if it is possible, to advance this major 
maintenance, ensuring that the asset condition is good enough.  
In a business profitability assessment, non-lineal costs are the 
values most difficult to estimate. Especially when the asset is 
reaching the end of the useful life, it is difficult to quantify the 
increase of the costs derived from the wear and tear. 
Finally, is also important to remark that one of the most 
valuable aspects of a semi quantitative methodology, is the 
knowledge management. In this paper all the parameters of the 
procedure (modifiers, factors…) are assumed. But the process 
of obtaining the necessary agreements by the specialist, implies 
to sharing the knowledge, and recording deliverables. For 
companies with specialists with more than 40 years, and 
consequently, close to retire, it is essential to keep the 
knowledge of these staff and ensure that their experience is 
going to be maintained in the company.  
Serra, de la Fuente, Crespo, Sola, Guillén, Candón and Martínez-Galan
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ABSTRACT  
Monitoring flood defence condition is a critical part of the effective management of flood defence infrastructure. In this paper, the use of data 
on flood defences and floodplains gathered from remote sensing is explored to identify indicators of weaknesses, deterioration and damage. 
Such indicators are often tell-tale signs of processes that can lead to flood defence failure and breaching. Sources of data and the techniques to 
analyse those data are discussed. A range of examples are presented that highlight both the value and limitations of bringing together multiple 
sources of data such as LIDAR and historical mapping to supplement visual-based condition assessments.  The paper then, describes the results 




It is estimated that over £3bn of property is at risk of damage 
from coastal and fluvial flooding every year in England and 
Wales (Thorne, Evans and Penning-Rowsell, 2007) Many of 
these properties are afforded some level of protection from 
flood defences. In fact, approximately £2bn of these damages 
are avoided on average each year by this system of defences. 
Nevertheless, flooding still occurs. The impacts are wide 
ranging, affecting people, their property and the environment; 
disrupting communities and businesses. The knock-on effects 
can negatively impact the UK economy as a whole. Typically, 
impacts occur in places either not currently benefiting from 
defences, or when floods are so large they exceed the defence 
or a defence fails and breaches. 
Flood defences are ‘conditioned’ to withstand seasonal floods, 
but can, and do, fail catastrophically during exceptional flood 
events, turning a natural disaster into an engineering failure. 
The breaches in the hurricane protection system around New 
Orleans during Hurricane Katina are perhaps the most poignant 
and significant example. In the American Society of Civil 
Engineers review (Perks, 2007) of ‘what went wrong and why’, 
the author states that a large portion of the destruction was 
caused not only by the storm itself, but also by the storm’s 
exposure of engineering and engineering-related policy 
failures. The levees and floodwalls breached because of a 
combination of unfortunate choices and decisions, made over 
many years, at almost all levels of responsibility. This was not 
simply just a result of poor design decisions but also, an 
inspection regime which failed to recognise important 
weaknesses in the defence system and a lack of appreciation of 
the over-all system risk.  
Following the flood events experienced by much of northern 
England during the winter of 2015/16, the Environment 
Agency assessed the condition of over 20,000 of its flood 
defence assets. Only nine assets were identified to have failed 
structurally, five of these failures had led to a breach and 
flooding. The flooding from these breaches did not impact any 
properties that had not already been affected by the overflow 
of adjacent defence lengths. The breaches did, however cause 
significant disruption, particularly during the evacuation of 
people from near-by villages and to the farmland which was 
flooded (Tarrant et al., 2017) 
A subsequent technical analysis of defence performance 
(Environment Agency, 2016) determined that many of the 
embankment failures could be attributed to local 
irregularities/weaknesses such as sudden changes in flood 
defence geometry, historical channel crossings, and local low 
spots. The report recommended that flood defence managers 
should focus on identifying and resolving these local 
irregularities/weaknesses.  
This paper presents findings from on-going work undertaken 
by the Environment Agency to address this challenge. The 
main focus of this work has been to explore the potential of 
LIDAR (Light Detection and Ranging) to help resolve and 
identify such local irregularities. The paper provides the reader 
the necessary background on the existing visual flood defence 
condition assessment process and its strengths and weaknesses. 
It details the Environment Agency LIDAR capability and 
archive. Past research that has aimed to improve condition 
inspection is summarised. A case made for the use remotely 
sensed data to improve these inspections.  
The paper then builds on from the research reported by Tarrant 
et al. (2017). In this earlier paper, the results from a series of 
Downloaded by [] on [16/06/20]. Published with permission by the ICE under the CC-BY license 
